1 REVISOR 4715.2750

4715.2750 CONDUCTORS AND CONNECTIONS.

Subpart 1. Not to be used improperly. Conductor pipes shall not be used as soil,
waste, or vent pipes nor shall drainage or vent pipes be used as conductors.

Subp. 2. Separate storm and sanitary drainage. The sanitary and storm building
drains shall be separate and shall be run to a point at least five feet outside the building.
The sanitary and storm building sewers shall be separate except where a combined sewer is
available and where permitted by local authorities they may be joined together preferably
in a manhole prior to discharging to a combined sewer. The sizing of the combined building
sewer shall conform to good engineering practices and be acceptable to the administrative
authority.

Statutory Authority: MSs 326.37 to 326.45; 326B.43 to 326B.49
History: L 2007 ¢ 140 art 6 s 15, art 13 s 4
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